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LOFT CONVERSIONS 



 front side / section  rear

side side

1.  Raise party wall to form parapet with

   facing brickwork to match existing

2.  Parapet party wall built externally with

   facing brickwork to match existing

3.  Slate clad flat-roofed dormers projecting

   from box dormer. uPVC windows, fascias etc

4.  Raise ridge to match #12

5.  Brick up window. B'work to be recessed by 25mm

6.  Velux electric operated top-hung rooflights

7.  Aluminium bi-fold doors - colour to be agreed

8.  Slate finished extension roof
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New 150 stud partition

New 100 stud partition with and
insulated with 60mm un-faced
fibreglass (min. 10kg/m3)

Existing structure
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Rooflight positions to be
agreed on site...to be located
between trusses to avoid
trimming

Rooflight positions to be
agreed on site...to be located
between trusses to avoid
trimming

** replace existing doors with
new FD30S fire doors

# new FD30S fire doors

# new FD30S fire doors

Remove existing door and
lining and make good.

Remove existing partitions
shown dashed and make
good as required

INSULATION IF HEATED

EAVES STORAGE

INSULATION OF UN-HEATED

EAVES STORAGE

schematic section

1
1
5
0

40mm Celotex insulation between rafters to
maintain 50mm airgap above the insulation.
100mm Celotex insulation beneath the rafter.

Blue dashed line showing 50mm ventilation zone

150mm Celotex between the timber studs

Existing loft insulation between and above the
ceiling joists

Existing eaves vents to remain

40mm Celotex insulation between rafters to
maintain 50mm airgap above the insulation.
100mm Celotex insulation beneath the rafter.

Blue dashed line showing 50mm
ventilation zone

40mm Celotex insulation between
rafters to maintain 50mm airgap
above the insulation. 100mm
Celotex insulation beneath the
rafter to link to existing cavity
insulation.

Existing eaves vents
to remain

Provide 100mm mineral
wool between joists - 10kg/m3.

Form cupboard under the stairs.
Line beneath stairs with 12.5mm
plasterboard and skim

762

Maintain min 1.9m clear above
the stairs - sloping ceiling above
the stairs can be provide and included
in a cupboard if required

Maintain min 2.0m
above pitchline of
existing stairs

Existing ridge level vents to remain
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new FD30S fire doors
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Extend exg. vent pipe up with 50mmø
vent pipe up to new ridge vent
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Headroom
improved 
using rooflight

New FD30
fire door

Line of waste
from WC to
run between
trimmer and
first joist
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B  11.06.18  Minor Amends
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Rebuild existing boarded partition
with timber studwork clad with
12.5mm plasterboard and skim

New FD30 fire door

New FD30 fire door

Underdraw stairs with
12.5mm plasterboard
and skim

New FD30 fire door

New FD30
fire door

Client to provide further 
information about the 
layout of the bath / wc and 
Bed 4

New FD30
fire door

Existing structure shown
shaded thus

Dormer finish line

Timber framed box
dormer to match 
profile of existing adjacent

3 No. rooflights

Some opening up required
to check existing flues, rafters
plate position etc
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